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Summary 
The Portable Fan Assembly (PFA) is a variable speed fan that can be used to provide additional 
ventilation inside International Space Station (ISS) modules as needed for crew comfort or for enhanced 
mixing of the ISS atmosphere.  This fan can also be configured with a Shuttle era lithium hydroxide 
(LiOH) canister for CO2 removal in confined areas partially of fully isolated from the primary 
Environmental Control and Life Support System (ECLSS) on ISS which is responsible for CO2 removal.  
This report documents noise emission levels of the PFA at various speed settings and configurations.  It 
also documents the acoustic attenuation effects realized when circulating air through the PFA inlet and 
outlet mufflers and when operating in its CO2 removal configuration (CRK) with a LiOH canister 
(sorbent bed) installed over the fan outlet.  
 
Contributions provided by this paper: 

1. “Real world” noise levels for an ISS circulation fan operating at various speeds 
2. PFA acoustic attenuation values using inlet and outlet mufflers  
3. Acoustic attenuation values for a Shuttle LiOH canister 

 
Introduction 
The PFA was built by the NASA Marshall Space Flight Center (MSFC) ECLSS Branch as a portable 
blower for ISS crew use in areas where additional air circulation was needed/desired.  The PFA uses a 
commercially available EG&G Rotron MIL-901 Tubeaxial Fan, and custom inlet and outlet mufflers 
designed and built by AcousticFab.  The PFA assembly was designed and built by ION Corporation under 
a NASA MSFC contract.  Fan performance, system curves, and other detailed information specific to the 
PFA can be found in Reference 1.  Fan specifications and general performance curves for the integrated 
tubeaxial fan can be found on the Rotron website.  
 
Testing 
Acoustic testing of the PFA was conducted on August 5 and 8, 2014 in the anechoic chamber of the 
Acoustics and Noise Control Laboratory at the NASA Johnson Space Center. While acoustic testing had 
been conducted in the past for the PFA fan and custom mufflers, no acoustic data had been gathered for 
the fan operating in CRK and additional information was desired for the PFA operating at various speeds.  
Gathering this additional acoustic information at this time was driven by future planned ISS activities 
within the US Airlock module.   
 
For these acoustic tests sound pressure levels (SPL) and A-weighted sound levels of the backup PFA 
flight unit (S/N 002) were measured at 2’ from the PFA inlet, outlet and fan casing.  To minimize the 
effects of airflow noise, windscreens were used at each microphone test location.  Given the steady state 
nature of the noise, each set of measurements was taken over a 20-second period and averaged over the 
measurement.  Background noise levels were found to not significantly contribute to the measured levels. 

https://ntrs.nasa.gov/search.jsp?R=20170009419 2019-12-29T13:08:13+00:00Z



 

Figure 1 - PFA Measurement Setup (Shown with Inlet Muffler and LiOH Canister in Place). 

 
Acoustic test configurations included PFA operating both with and without mufflers at fan speeds ranging 
from minimum (18V) and at varying increments up to maximum (30V).  Measurements were also 
performed with the PFA in CRK both with and without inlet muffler.  
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Figure 2 - Portable Fan Assembly in CRK (shown without Inlet Muffler) 
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Figure 8 below presents sound pressure levels at the inlet for the PFA in this same configuration, while 
varying the fan speed. 

 

 
Figure 8- PFA in CRK without inlet muffler - effects of fan speed as measured at the inlet.  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 













